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MANHOLE STEPS,

, PUMP DISCONNECT 16" OC.
16 SWITCH ‘\
. SUMP ELOW 5,
167 , ~ __8"BY-PASSLINE 36" x 36"
I =) 6" 90° HATCH
[ ps — BEND 6" DOUBLE CHECK
FMN— | — BE%OI; FLANGED [ | BACKFL/OW PREVENTER
COUPLING 70"
ADAPTER (6")
6" WATER SVC. § - - Q 6" WATER SVC.
X6 | oo ' T AN '
TEE TEE ?I_YG:;I'E VALVE
6" MASTER METER (TYP.) WITH
AUTOMATED METER READING
CAPABILITY. METER TO BE NEPTUNE
OR EQUAL. COORDINATE WITH
LOVELAND PUBLIC WORKS.
PLAN VIEW
NTS
4" VENT PIPE WITH RISERS, AS
INSECT SCREEN———— . HATCH NEEDED
FINISHED
GRADE \
3 G:L
k_‘ . PUMP DISCONNECT
oiscrareE—/ 15-0° — SWITCH
TO STORM SEWER [ j
OR DITCH PRESSURE GAGE
NON-SHRINK: ASHCROFT MODEL 1278
GROUT 66" ASL, OR EQUAL (TYP. OF 2)
. g L o . g
AR eve [ ES RN (BN | 3 swmRsw
L -7 —2 L LINK SEAL (TYP.)
UNION
sump Pup——+ 1 | 16" 8" MIN. -
— HARDWOOD OR SOLID
CONCRETE BLOCKS UNDER
MAIN AND BYPASS METER
NOTE: PIPING AND VALVES SHALL
MATCH METER SIZE. SECTION
NTS
ot o,
& o
S % :
w
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NOTES

1. PROVIDE ALL EQUIPMENT AND MATERIALS.

2. AUTOMATED METER READING CAPABILITY SHALL BE COMPATIBLE WITH MICROFLEX CE5320 HANDHELD
READERS THAT OPERATE WITH EQUINOX VERSION 2.0.060110 SOFTWARE.

3. PROVIDE ZOLLER MODEL M&3 SUMP PUMP WITH FLOAT SWITCH LEVEL CONTROL. POWER TO BE PROVIDED BY
PROPERTY OWNER. ALTERNATIVELY, IF GRADING PERMITS, A GRAVITY DRAIN WITH SANITARY CHECK VALVE MAY
BE PROVIDED.

4. HATCH SHALL BE BILCO TYPE 'J WITH LOCKABLE HASP AND STAINLESS STEEL HARDWARE.

5. VAULT SHALL BE WATERTIGHT PRE-CAST OR CAST-IN-PLACE CONCRETE DESIGNED TO SUPPORT AN AASHTO
H20 LIVE LOAD.

6. VALVE VAULT, PIPING AND ALL EQUIPMENT SHALL BECOME THE RESPONSIBILITY OF THE PROPERTY OWNER.

7. SUBMIT SHOP DRAWINGS TO THE CITY OF LOVELAND FOR APPROVAL. INCLUDE ALL MATERIALS OF
CONSTRUCTION AND PROVIDE STRUCTURAL DESIGN CERTIFICATION BY AN OHIO REGISTERED PROFESSIONAL
ENGINEER.
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